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(1D PROVIDE ¥ F.1.P. UNION CONNECTION FOR BOTTLE HOSES. 1. INLET TO BOTTLE STATION SHALL BE COPPER > i &
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(2 PROVIDE UNISTRUT FOR BOTTLE SUPPORT AT 4’ AF.L. = o 0=
2. OUTLET FROM BOTTLE STATION AND BOTTLE =
(3 BOTTLE HOSES PROVIDED BY WATER CONDITIONER COMPANY. BYPASS SHALL BE SCHEDULE 8@ CPVC.
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PROVIDE THREADED, IRON PIPE FITTING CLOSE TO =
'T'FITTING FOR WATER CONDITION INDICATOR LIGHT.
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